For the purposes of this document, an “e-bike battery” is defined as a lithium-ion battery that is greater than 300 watt-hours (Wh). Call2Recycle references multiple resources* to help guide safe battery practices.

Summary

- Only use e-bikes that are equipped with systems that have been tested to the ANSI/Canada/UL 2849 Standard for Safety Electrical Systems for eBikes, and/or other applicable international safety standards for electric bicycles, lithium ion batteries and power supplies. Ask suppliers to provide you proof of that testing and certification, and that it was performed by an approved testing laboratory.

- The UL 2849 Standard for Safety Electrical Systems for eBikes has been developed to provide fire safety certification by examining the electrical drive train system, battery system, and charger system combinations of e-bikes.

- Batteries that have been rebuilt or re-manufactured and have not been subject to the UN 38.8 test standards are likely considered prototypes by the US DOT and require specific handling as listed in the 49 CFR § 173.185(e).

Charging E-Bike Batteries

- FOLLOW MANUFACTURER’S INSTRUCTIONS: E-bike batteries should be charged in accordance with the manufacturer’s instructions (FDNY2022)

- CHARGE WITH ADEQUATE ELECTRICAL SUPPLY: Charging e-bike batteries should have adequate electrical supply and a sufficient number of electrical receptacles to allow the charging equipment for each item of equipment or device to be directly connected to a receptacle. (FDNY2022 and IFC 2024)

- CHARGING E-BIKE BATTERIES SHOULD BE DIRECTLY CONNECTED TO A RECEPTACLE: Extension cords and power strips shall not be used. (FDNY2022 and IFC 2024)

- CHARGING AREAS: E-bike batteries, battery packs, and other removable storage batteries shall not be stacked or charged in an enclosed cabinet (unless the cabinet is specially designed and approved by the department for such purpose). (FDNY 2022 and IFC 2024)

- CHARGING SURROUNDINGS: Storage of combustible materials, combustible waste, or hazardous materials shall not be permitted in the charging area. (IFC2024)

- KEEP EXITS CLEAR: The charging operation shall not be conducted in, or obstruct, any required means of egress. (IFC2024)

- FIRE DETECTION: The indoor charging room or area shall be protected by a fire alarm system utilizing air-aspirating smoke detectors or radiant energy-sensing fire detection. (IFC2024)

- USE PROPER CHARGING EQUIPMENT: Only listed devices utilizing listed charging equipment shall be permitted to be charged. (IFC2024)

- MAINTAIN PROPER CHARGING DISTANCES: A minimum distance of 18 inches (457.2 mm) shall be maintained between each removable storage battery during charging operations unless each battery is isolated from neighboring batteries by an approved fire-resistant material. (IFC2024). Note that the 2022 NYC Fire code (Local Law No. 47 of 2022) requires that a minimum of 3 feet (914 mm) shall be maintained between each e-bike battery during charging operations.
Storing E-Bike Batteries

- **LIMIT HOW MANY BATTERIES ARE STORED TOGETHER:** Not more than 15 cubic feet (0.42 m³) of lithium-ion or lithium metal batteries shall be permitted to be stored in containers in accordance with the following (IFC2024):
  - Containers shall be open-top and constructed of noncombustible materials or shall be approved for battery collection. (IFC2024)
  - Individual containers and groups of containers shall not exceed a capacity of 7.5 cubic feet. (IFC2024)
  - A second container or group of containers shall be separated by not less than 3 feet of open space, or 10 feet of space that contains combustible materials. (IFC2024)
  - Containers shall be located not less than 5 feet from exits or exit access doors. (IFC2024)

- **PERMITS MAY BE REQUIRED** for sites that store more than 15 cubic feet of lithium-ion batteries (~165 batteries).

- **STORE AWAY FROM ENTRY/EXIT DOORS:** not less than 5 feet (1524 mm) from exits or exit access doors (IFC 2024).

- **FIRE SAFETY PLAN:** include emergency response actions to be taken upon detection of a fire or possible fire involving lithium-ion or lithium metal battery storage (IFC 2024)

- **AUTOMATIC SPRINKLER SYSTEM:** Indoor storage areas for lithium-ion and lithium metal batteries shall be provided with an approved automatic fire detection and alarm system complying with Section 907. The fire detection system shall use air-aspirating smoke detection, radiant energy-sensing fire detection, or both. (IFC 2024)

- Always store e-bike batteries in a well-ventilated area (IFC 2024)

- Where feasible, store batteries at a reduced state of charge (not greater than 30% SOC) (IFC 2024)
Transporting E-Bike Batteries

- **RETAILERS CAN TRANSPORT** up to 440 lbs aggregate weight of hazardous materials (including lithium-ion batteries) under the DOT Materials of Trade exceptions if the batteries are being moved "in direct support of a principal business".
  - Delivering batteries from a retailer to a customer is not covered under the Materials of Trade exceptions. These would be considered "fully regulated" shipments.
  - Delivering batteries from a retailer to a recycling center is not covered under the Materials of Trade exceptions. These would be considered "fully regulated" shipments.

- **SHIPMENTS OF NEW BATTERIES:**
  - Can only be made by trained “hazmat employees”. (49 CFR § 172 Subpart H)
  - Must be accompanied by hazardous materials shipping papers and signing a Shipper’s Certification indicating that the battery has been shipped in a manner that is consistent with all provision of the Hazardous Materials Regulations. (49 CFR § 172 Subpart C)
  - (not shipped in or with equipment) must be packaged in Packing Group II (PG2/Y) performance packaging. 49 CFR § 173.185 (b)(3)(ii)

- **SHIPMENTS OF END-OF-LIFE BATTERIES FOR DISPOSAL AND RECYCLING:**
  - Must also follow all the requirements above for training, shipping papers and labeling. They do not need to be packed in performance packaging and must only be packed in strong outer packaging. (49 CFR § 173.185 (d))
  - Using the Call2Recycle’s program ship under a DOT Special Permit and do not require that the individuals shipping them be trained as “hazmat employees”. All packaging provided in Call2Recycle e-bike recycling kits are compliant with all applicable provisions of the hazardous materials regulations and our Special Permit.

- **SHIPMENTS OF DAMAGED, DEFECTIVE, OR RECALLED (DDR) E-BIKE BATTERIES:**
  - Must meet stringent packaging requirements. Contact Call2Recycle for assistance. (49 CFR § 173.185 (f))

*REFERENCES*
- ACT Lab
- FDNY2022
- 2024 International Fire Code
- Title 49 Code of Federal Regulations

**DISCLAIMER**
This document is provided for general information purposes only and should not be relied upon as providing any advice or guidance to the recipient, whether as to the practices described in the document or the applicable legal requirements and regulations. Call2Recycle expressly disclaims any responsibility for liability arising from or related to the use or misuse of any information in this document. For safe charging, storing, recycling, and disposal information for particular e-bike batteries, you should follow the manufacturer’s recommended procedures and/or contact the manufacturer for more information. For guidance related to the legal requirements and regulations applicable to e-bike batteries, you should consult with an outside legal professional to ensure compliance with all such requirements and regulations.